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C 000 Initial Commenis

Repart of Biennial Construchion Survey by Frank .
. Blrickland on 0520020152

| Records indicate that this facility was first

| submilled on 12232010 a8 a Family Carg Home,
This facilily ia licensad for a capacily of six (6)
ambulatory residents (able to evacuate wilhout
physical or verbal assistance during an
ememgency). Based on this information, this
facility is required to be in compliance with the
fallowing: the 2005 regulations for Family Care
Homes and the 2009 Edition of the North
Carcling State Building Code Saction

421 2-Resdential Care Facilities,

There were deficlencies cited at the time of this
survey and a Plan of Correction is required,

G 174) Building Equipment Maintained Safa, Operating
SECTION 0300 - THE BUILDING

104 MCAC 13G 0317 BUILDING SERVICE
EQUIPMENT

(a) The building and all fire gafaty, elecirical,
mechanical, and plumbing equipment in a family |
care home shall be maintained in a safe and
aperating condifien,

{j} This Rule shall apply fo new and existing
family carg homes.

This Rule is not met as evidenced by,

1-Bazed on obsarvation, the facilly has not
maintained the service of the kilchen range/siowe
axhaust hood in a safe manner, This will effect
all residents and stelf while preparing ::-::-uklng an
fhe rangeistave.

Findings on 0572002015
The kilchen range exhausi hood filter has

C 0o

C174

The Administrator will ensure
maintenance staff clean

exhaust hood and replace filter
every 6 months. This will prevent
excessive grease build-up,
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